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DRAWING LIST

DWG # DRAWING NAME

ES0.00 CCTV SURVEILLANCE LEGEND, NOTES AND ABBREVIATIONS
ES2.00 CCTV SURVEILLANCE SOUTH BASEMENT FLOOR PLAN A
ES2.01 CCTV SURVEILLANCE SOUTH FIRST FLOOR PLAN J
ES2.02 CCTV SURVEILLANCE SOUTH FIRST FLOOR PLAN A-|
ES2.03 CCTV SURVEILLANCE SOUTH FIRST FLOOR PLAN D-E
ES2.04 CCTV SURVEILLANCE SOUTH FIRST FLOOR PLAN H
ES2.05 CCTV SURVEILLANCE SOUTH FIRST FLOOR PLAN C
ES2.06 CCTV SURVEILLANCE SOUTH FIRST FLOOR PLAN B-K
ES2.07 CCTV SURVEILLANCE SOUTH FIRST FLOOR PLAN F—G
ES2.08 CCTV SURVEILLANCE SOUTH FIRST FLOOR PLAN E
ES2.09 CCTV SURVEILLANCE SOUTH SECOND FLOOR PLAN H
ES2.10 CCTV SURVEILLANCE SOUTH SECOND FLOOR PLAN C
ES2.11 CCTV SURVEILLANCE SOUTH SECOND FLOOR PLAN F-G
ES2.12 CCTV SURVEILLANCE SOUTH SECOND FLOOR PLAN H
ES4.01 CCTV SURVEILLANCE SOUTH RISER DIAGRAM

ES5.01 CCTV SURVEILLANCE SOUTH TELECOM ROOM PART PLANS
ES6.01 CCTV SURVEILLANCE SOUTH DETAILS

ES6.02 CCTV SURVEILLANCE SOUTH DETAILS
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PATHWAYS:
DEVICE BOXES, DEVICE RINGS, PROVIDED BY X
CORES, JUNCTION BOXES, CONDUIT, CONDUIT SLEEVES PROVIDED BY X
FIRESTOPPING PROVIDED BY X
CABLING & DEVICES:
CCTV CAMERA CABLING PROVIDED BY X
PATCH PANELS AND PATCH CORDS PROVIDED BY X
SECURITY SYSTEMS IDF ROOMS:
CCTV SERVERS, RECORDERS, STORAGE PROVIDED BY X
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CCTV CAMERA
("WM” INDICATES WALL MOUNTED, "CM”"
INDICATES CEILING MOUNTED)

CCTV CAMERA

("ALTERNATE #1” INDICATES PRICING
FOR ALTERNATE TO PROVIDE
ADDITIONAL CAMERAS, CABLING AND
STORAGE ABOVE AND BEYOND THE

BASE PRICE). SEE SPECIFICATIONS
FOR PRICING ALTERNATES.

ELEVATION DETAIL
("X.XX" INDICATES DRAWING, "SE##”
INDICATES ELEVATION DETAIL NUMBER)

PART PLAN DETAIL
("ESX.XX” INDICATES DRAWING, "##”
INDICATES PART PLAN NUMBER)

GENERAL SECURITY ABBREVIATIONS
AC ALTERNATING CURRENT Hz HERTZ RMS RACK MOUNT SPACE
ADA AMERICANS WITH DISABILITIES ACT EEE INSTITUTE OF ELECTRICAL AND ELECTRONICS ENGINEERS, INC. ScTP SCREENED TWISTED—PAIR
AFF ABOVE FINISH FLOOR ISDN INTEGRATED SERVICES DIGITAL NETWORK SP SERVICE PROVIDER
ACU ACCESS CONTROL UNIT ISO INTERNATIONAL STANDARDS ORGANIZATION STP SHIELDED TWISTED—PAIR
ANSI AMERICAN NATIONAL STANDARDS INSTITUTE kHz KILOHERTZ SWB SWITCHBOARD
AWG AMERICAN WIRE GAUGE kwh KILOWATT—HOURS SYS SYSTEM
BICS| BUILDING INDUSTRY CONSULTING SERVICE INTERNATIONAL LAN LOCAL AREA NETWORK SCP SECURITY CONTROL PANEL
BTU BRITISH THERMAL UNIT LASER LIGHT AMPLIFICATION BY STIMULATED EMISSION OF RADIATION TB TERMINAL BLOCK
CATV CABLE TELEVISION LED LIGHT—EMMITTING DIODE BB TELECOMMUNICATIONS BONDING BACKBONE
ccTv CLOSED CIRCUIT TELEVISION MC MAIN CROSS—CONNECT TBBC TELECOMMUNICATIONS BACKBONE BONDING CONDUCTOR
dB DECIBEL MDF MAIN DISTRIBUTION FRAME TR TELECOMMUNICATIONS ROOM
DC DIRECT CURRENT MH MANHOLE TEL TELEPHONE
DEMARC ~ DEMARCATION POINT MODEM  MODULATOR DEMODULATOR TELCO TELEPHONE COMPANY
DVMS DIGITAL VIDEO MANAGEMENT SYSTEM MTT MAIN TELEPHONE TERMINAL TGB TELECOMMUNICATIONS GROUNDING BUSBAR
EIA ELECTRONICS INDUSTRIES ASSOCIATION NEC NATIONAL ELECTRICAL CODE TIA TELECOMMUNICATIONS INDUSTRIES ASSOCIATION
ESS ELECTRONIC SECURITY SYSTEM NESC NATIONAL ELECTRICAL SAFETY CODE TMGB TELECOMMUNICATIONS MAIN GROUNDING BUSBAR
EMI ELECTROMAGNETIC INTERFERENCE NEXT NEAR END CROSSTALK TO TELECOMMUNICATIONS OUTLET
EMR ELECTROMAGNETIC RADIATION OSHA OCCUPATIONAL SAFETY AND HEALTH ADMINISTRATION TSB TELECOMMUNICATIONS SYSTEM BULLETIN
EMT ELECTRIC METALLIC TUBING OSP OUTSIDE PLANT TYP TYPICAL
EL ELECTRIC LOCK PABX PRIVATE AUTOMATIC BRANCH EXCHANGE uG UNDERGROUND
Fce FEDERAL COMMUNICATIONS COMMISSION PBX PRIVATE BRANCH EXCHANGE uL UNDERWRITERS LABORATORIES, INC.
FEXT FAR END CROSSTALK POTS PLAIN OLD TELEPHONE SERVICE UPS UNINTERRUPTIBLE POWER SUPPLY
GEC GROUNDING ELECTRODE CONDUCTOR PR PAIR uTP UNSHIELDED TWISTED—PAIR
GND GROUND PVC POLYVINYL CHLORIDE WA WORK AREA
HC HORIZONTAL CROSS—CONNECT RCDD REGISTERED COMMUNICATIONS DISTRIBUTION DESIGNER WP WATERPROOF OUTLET
HF HIGH FREQUENCY REF REFERENCE X CROSS—CONNECT
HH HANDHOLE REX REQUEST TO EXIT
ICP INTRUSION CONTROL PANEL RFI RADIO FREQUENCY INTERFERENCE
HVAC HEATING, VENTILATION, AND AIR—CONDITIONING RFQ REQUEST FOR QUOTE
GENERAL SECURITY NOTES EXISTING DEVICE LEGEND
1. REFER TO ELECTRONIC SECURITY DRAWINGS FOR PROPOSED PATHWAYS. XM EXISTING CABLING AND DEVICE PLATE TO REMAIN
2. COORDINATE WITH OWNER AND ENGINEER AS REQUIRED. X EXISTING CABLING AND DEVICE TO BE REMOVED
3. REFER TO ELECTRONIC SECURITY DRAWINGS AND SPECIFICATIONS FOR DETAILS. YR EXISTING CABLING AND DEVICE TO BE RELOCATED
4. FIELD VERIFY EXACT LOCATIONS OF ALL ELECTRONIC SECURITY DEVICES.
XN EXISTING CABLING TO BE REMOVED AND NEW CABLING TO BE
5. ALL ELECTRONIC SECURITY CABLING SHALL BE PLENUM RATED. INSTALLED IN EXISTING OUTLET
6. VERIFY LABELING STANDARD WITH OWNER, SUBMIT LABELING SCHEME FOR APPROVAL. LABELING SHALL BE IN XNL EXISTING CABLING AND DEVICE TO BE RELOCATED TO THIS LOCATION
ACCORDANCE WITH ANSI/EIA/TIA—606A STANDARDS.
7. SECURITY CONTRACTOR SHALL PROVIDE ALL NECESSARY FITTINGS, PLATES AND INSERTS TO ACCEPT THE CONNECTIVITY 5 LIMIT OF DEMOLITION
AND DEVICE PRODUCTS WITHIN THE BOXES, CONDUIT, AND SURFACE RACEWAY.
8. REFER TO RISER AND DETAIL DRAWINGS FOR EXACT QUANTITY OF CABLES AND DEVICES REQUIRED AT EACH CAMERA
LOCATION.
9. THIS CONTRACTOR SHALL BE RESPONSIBLE FOR FINDING PATHWAYS FOR ALL DEVICES OR CREATING NEW AS REQUIRED

INCLUDING ALL CONDUIT, CORING, PENETRATIONS, ETC.
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NOTES:

1. FOR GENERAL LEGEND, NOTES AND ABBREVIATIONS
REFER TO ELECTRONIC SECURITY DRAWING ESO0.00.

2. REFER TO DRAWING NOTES FOR ASSOCIATED MOUNTING
DETAILS, HEIGHTS, AND EXACT LOCATIONS OF ALL
DEVICES.

3. ALL CCTV OUTLETS SHOWN ON THIS DRAWING SHALL
BE WIRED BACK TO TELECOMMUNICATIONS ROOM 4163
LOCATED ON LEVEL ONE.

4. THIS CONTRACTOR SHALL COORDINATE EXACT
LOCATIONS OF ALL RACK AND WALL FIELD TERMINATION
AND ASSOCIATED TELECOMMUNICATIONS HARDWARE WITH
THE OWNER'S INFORMATION TECHNOLOGY REPRESENTATIVE
PRIOR TO INSTALLATION.

5. PROVIDE FIBER AND COPPER POWER CABLE WITH POE
INJECTOR TO THESE CAMERAS DUE TO EXCEEDED
DISTANCES FROM THE TELECOMMUNICATIONS ROOM.
MOUNT EXTERIOR CAMERAS AT THE SAME HEIGHT ON
EXTERIOR WALL AS THE EXISTING EXTERIOR CAMERAS.
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NOTES:

1. FOR GENERAL LEGEND, NOTES AND ABBREVIATIONS
REFER TO ELECTRONIC SECURITY DRAWING ESO0.00.

2. REFER TO DRAWING NOTES FOR ASSOCIATED MOUNTING
DETAILS, HEIGHTS, AND EXACT LOCATIONS OF ALL

DEVICES. . m .

3. ALL CCTV OUTLETS SHOWN ON THIS DRAWING SHALL E N G I N E E R S
BE WIRED BACK TO TELECOMMUNICATIONS ROOM 4163

LOCATED ON LEVEL ONE.

4. THIS CONTRACTOR SHALL COORDINATE EXACT
LOCATIONS OF ALL RACK AND WALL FIELD TERMINATION

AND ASSOCIATED TELECOMMUNICATIONS HARDWARE WITH Andover, MA - Boston, MA - Amherst, MA
THE OWNER'S INFORMATION TECHNOLOGY REPRESENTATIVE
PRIOR TO INSTALLATION.

Durham, NC - Charlotte, NC
5. PROVIDE FIBER AND COPPER POWER CABLE WITH POE
INJECTOR TO THESE CAMERAS DUE TO EXCEEDED
DISTANCES FROM THE TELECOMMUNICATIONS ROOM.

MOUNT EXTERIOR CAMERAS AT THE SAME HEIGHT ON
EXTERIOR WALL AS THE EXISTING EXTERIOR CAMERAS. RDK Engineers
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1. FOR GENERAL LEGEND, NOTES AND ABBREVIATIONS
REFER TO ELECTRONIC SECURITY DRAWING ESO0.00.
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2. REFER TO DRAWING NOTES FOR ASSOCIATED MOUNTING
DETAILS, HEIGHTS, AND EXACT LOCATIONS OF ALL
DEVICES.

3. ALL CCTV OUTLETS SHOWN ON THIS DRAWING SHALL
BE WIRED BACK TO TELECOMMUNICATIONS ROOM 4163
LOCATED ON LEVEL ONE.

4. THIS CONTRACTOR SHALL COORDINATE EXACT
LOCATIONS OF ALL RACK AND WALL FIELD TERMINATION
AND ASSOCIATED TELECOMMUNICATIONS HARDWARE WITH
THE OWNER'S INFORMATION TECHNOLOGY REPRESENTATIVE
PRIOR TO INSTALLATION.

Durham, NC - Charlotte, NC

5. PROVIDE FIBER AND COPPER POWER CABLE WITH POE
INJECTOR TO THESE CAMERAS DUE TO EXCEEDED
DISTANCES FROM THE TELECOMMUNICATIONS ROOM.
MOUNT EXTERIOR CAMERAS AT THE SAME HEIGHT ON
EXTERIOR WALL AS THE EXISTING EXTERIOR CAMERAS.
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1. FOR GENERAL LEGEND, NOTES AND ABBREVIATIONS

SEE NOTE 5 THIS DRAWING REFER TO ELECTRONIC SECURITY DRAWING ESO0.00.
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2. REFER TO DRAWING NOTES FOR ASSOCIATED MOUNTING
DETAILS, HEIGHTS, AND EXACT LOCATIONS OF ALL
DEVICES.

3. ALL CCTV OUTLETS SHOWN IN THIS AREA SHALL BE
WIRED BACK TO TELECOMMUNICATIONS ROOM INDICATED.
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4. THIS CONTRACTOR SHALL COORDINATE EXACT
LOCATIONS OF ALL RACK AND WALL FIELD TERMINATION
AND ASSOCIATED TELECOMMUNICATIONS HARDWARE WITH
THE OWNER'S INFORMATION TECHNOLOGY REPRESENTATIVE
PRIOR TO INSTALLATION.

5. MOUNT EXTERIOR CAMERAS AT THE SAME HEIGHT OF
EXISTING EXTERIOR CAMERAS.

T.978-475-0298
F.978-475-5768

4119 —

W. www.rdkengineers.com

4118 +

St 1 4119 “
AL

I
I
I
I
I
I
I
I
I
I
I
| T \ \ AN ] 3-8 {:
I
I
I
I
I
I
I
I
I
I
I
I

23 : | e R~ M
h Conf

100%

BID DOCUMENTS

6-12-2012

- Gud
o Guia

Guid

4113 :Off
| Guid
— - Off g oo

4107 ~ 1
H Master

|

1
This CADD Document is an instrument of
professional service, and shall not be used, in
whole or in part, for any project other than for
which it was created without the expressed,
written consent of the RDK Engineers. Any
unauthorized use, reuse, modification or
alteration, including automated conversion of
this document shall be at the user's sole risk
without liability or legal exposure to the RDK
Engineers.

IREVISIONS I

A DATE  CHK DESCRIPTION

& Science 3000's

Greenhouse i /

= B

:
=

WM
H 210
L L L L ‘ T ALTERNATE #2

<
L

i B —

TO IDF ROOM 3111
SEE NOTE 3

TO IDF ROOM 1205
SEE NOTE 3

3110 3124 o

HEAL S

: 105 4114 ! Nown to Basement | - B = pe 26

* | 3102 B 7 3122 e

;o /% Elec

cMm .I. E—
BASE PRICE N
< DEECTY > BASE PRICE L ; |

>~ - R | EROJECT I

41 ‘33 (12 o w ﬁ \ALTERNATE#3 — NUMBER

- - K550 = ,, | — - - — 20100546
— — \BASE PRICE )

H 41 O 3 J H H J J C U StJ J IDF H J DA1T_';6_2011

O
-
n—
—.

NEWTON SOUTH
HIGH SCHOOL

| 4101

Off —G B N

|
|
|
|
|
| ) ~ BASE PRICE
_— l_ﬁ I — — — | N B-18 /
|
|
|
|
|
|

= cM

TO IDF ROOM 4163 TO IDF ROOM 4101
SEE NOTE 3 | SEE NOTE 3

D0's

g ¥

|[ BIRAWING I

WP }
>lccTy]

WM
B-17

[ DRAWN BY

|| BASE PRICE
|
CHECKED BY
WP

C CCTVK

| A

N WM
B-16 SC
g,% \BASE PRICE 1 f/lél'z' = 1'-0"
S N RO CCTV SURVEILLANCE

FIRST FLOOR PLAN
BLDG-D-E

e ES2.03

RIDIK/



12, 2012 - 3:40pm cmann

rity\Plot Files\20120350 ES2.04 SECURITY FIRST FLOOR PLAN—BLDG—H.dwg [Work] June

s\ 1200 Drawings\ 1207 Secu

ce Camera

Q:\2012\20120350 — Newton South HS CCTV Surve

ENGINEERS

NOTES: Andover, MA - Boston, MA - Amherst, MA

1. FOR GENERAL LEGEND, NOTES AND ABBREVIATIONS F e n Ce Durham, NC - Charlotte, NC

REFER TO ELECTRONIC SECURITY DRAWING ESO.00.

2. REFER TO DRAWING NOTES FOR ASSOCIATED MOUNTING
DETAILS, HEIGHTS, AND EXACT LOCATIONS OF ALL
DEVICES.

RDK Engineers
3. ALL CCTV OUTLETS SHOWN ON THIS DRAWING SHALL
BE WIRED BACK TO TELECOMMUNICATIONS ROOM 1205

LOCATED ON LEVEL TWO. 200 Brickstone Square

4. THIS CONTRACTOR SHALL COORDINATE EXACT Andover, MA 01810-1488

LOCATIONS OF ALL RACK AND WALL FIELD TERMINATION
AND ASSOCIATED TELECOMMUNICATIONS HARDWARE WITH
THE OWNER’S INFORMATION TECHNOLOGY REPRESENTATIVE
PRIOR TO INSTALLATION.
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